Air Filter/EMI Shield Replacement Procedures for the Netra™ System
Air Filter/EMI Shield Replacement Procedures for the Netra st System

All Netra™ st systems are equipped with an air filter that resides inside the front door. To maintain adequate air flow, you should replace the air filter every six months. You can order a replacement air filter through Sun Microsystems (Part No. X994A).

▼ To Replace the Air Filter

1. Open the door at the front of the chassis.
   Release the two front panel catches by turning a quarter turn, then pull the door downwards (FIGURE 1).
2. Gently pull on the ring at the corner of the EMI shield to remove the shield from the front door.

3. Remove the old air filter from the front door.

4. Insert the new air filter into the front door.
   Ensure that the edges of the air filter are tucked into the retaining flanges on the front door.

   **Note** – You must replace both the air filter and the EMI shield. Do not try to put a new air filter into an old EMI shield.

5. Insert the new EMI shield into the front door and press it firmly into place.

6. Close the front door of the system.